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Comparison of Results  

The following tables of comparison show the differences between ETAP results and those published in the 

standard. Percent deviation for all branch flows and bus voltages is less than 2%.  

   

Table 1:  Comparison between ETAP and IEEE STD 519 for Harmonic Load Flow  
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